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Abstract: Recent progress in data processing, communications and electronics 
miniaturization is now enabling the development of low-cost wireless sensor networks 
(WSN), which consist of spatially distributed autonomous sensor modules that collaborate to 
monitor real-time environmental conditions unobtrusively and with appropriate levels of 
spatial and temporal granularity. Recent and future applications of this technology range 
from preventative maintenance and quality control to environmental modelling and failure 
analysis. In order to fabricate these low-cost, low-power reliable monitoring platforms, it  
is necessary to improve the level of sensor integration available today. This paper  
outlines the microfabrication and characterization results of a multifunctional multisensor 
unit. An existing fabrication process for Complementary Metal Oxide Semiconductor  
CMOS-compatible microelectromechanical systems (MEMS) structures has been modified 
and extended to manufacture temperature, relative humidity, corrosion, gas thermal 
conductivity, and gas flow velocity sensors on a single silicon substrate. A dedicated signal 
conditioning circuit layer has been built around this MEMS multisensor die for integration 
on an existing low-power WSN module. The final unit enables accurate readings and 
cross-sensitivity compensation thanks to a combination of simultaneous readings from 
multiple sensors. Real-time communication to the outside world is ensured via  
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radio-frequency protocols, and data collection in a serial memory is also made possible for 
diagnostics applications. 
Keywords: MEMS; microsensors; reliability; cross-correlation; wireless sensor network; 
telecommunications 
 
1. Introduction 
The distribution of embeddable, wireless, multisensor modules creates a network that can 
continually detect and record environmental stresses in the surrounding ambient. Such networks, 
generally referred to as wireless sensor networks (WSNs) are finding applications in areas that require 
deployments of a large number of sensor and actuator nodes to monitor environmental stresses in real 
time in order to detect potential failures and localized anomalies, in areas such as agriculture, 
telecommunications, building energy management and supply chain management [1-4]. In order to 
unobtrusively embed wireless sensors within everyday objects, it is important that WSN hardware 
becomes cheaper, further miniaturized and features reduced power consumption.  
In order to develop a sensor platform that helps improve reliability analysis and environmental 
monitoring techniques, systems of predictive quality control will focus on performance behaviour and 
environmental conditions on a continuous, real-time basis, so as to identify possible failures at an early 
stage. Wireless sensors, often referred to as “nodes” or “motes” [1] are attractive for this purpose 
because of their small size, low power consumption, and potentially low cost of fabrication. They are 
also easy to interrogate, and communication between units is used to build up a network that gathers 
all the information needed in real time and either transmits or stores it for later use if connected to a 
memory [2-4]. Depending on the target application, sensors can be interfaced with a range of wired or 
wireless communications interfaces as required. An example of such a wireless node is the modular, 
programmable transceiver-based system presented in Figure 1 that has been designed to fit in a 25 mm 
footprint: the Tyndall25 node [3]. 
Figure 1. 25 mm module [3] (a) and 10 mm cube [5] (b) currently under development. 
The small-scale nature of the 10 mm module shows that increased sensor integration is 
vital. 
   
(a)     (b) 
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Microelectromechanical systems (MEMS) could make a substantial contribution towards the 
miniaturization of wireless sensor nodes because of their small size, multifunctional capability and low 
manufacturing costs. The fabrication of multiple MEMS sensors on a single substrate could also result 
in the implementation of sensor redundancy, thereby enabling higher levels of integration and 
reliability. In the context of Health and Usage Monitoring Microsystems (HUMMs) in particular, 
MEMS sensors present numerous advantages [6]. For all these reasons, MEMS-based sensor 
technology is a fast growing area with a promising future in a wide range of applications [7], as it 
presents many advantages such as the ability to correct cross-sensitivities and the possibility of 
deployment of the resulting chip in a larger modular system where sensed data can either be logged or 
immediately read. A low-power, CMOS compatible, on-demand multisensor MEMS solution is often 
required in WSN applications. For reasons of cost and size, it is also preferable to integrate all sensors 
on one single substrate, on top of CMOS circuitry, in a monolithic fashion. 
This paper outlines the use of a new fabrication process combining surface and bulk 
micromachining techniques to fabricate a MEMS-based multifunctional environmental monitoring 
chip. The choice of sensors is based on a proprietary industrial application centred around reliability of 
high-value telecommunications components during shipping and storage, where monitoring and 
logging of temperature, humidity, corrosion, gas thermal conductivity and gas flow rates are needed. 
Characterization results, including corrections for cross-sensitivities, are presented for each sensor, all 
of which are integrated on a single silicon substrate. Preliminary sensor designs and results have been 
described in [8] although they had been fabricated on independent substrates at that time; this paper 
extends that work to describe a new fabrication process that integrates all the sensors on a single die to 
allow further miniaturization by improving the level of integration of the sensors at a lower cost and 
simplify their deployment and use on environmental WSN platforms. The paper also provides 
guidelines for the elimination of cross-sensitivity effects. 
Final integration of this MEMS-based multisensor chip on a Tyndall25 node used as a data-logging 
and communications platform is also briefly described at the end of this paper. When compared to the 
majority of other current modules, this solution offers greater simplicity of operation, lower costs of 
production and utilization as well as data collection from a greater number of sensors: existing 
solutions generally consist of fewer sensing capabilities [6] or are comprised of a number of larger 
discrete sensors [9].  
2. Fabrication Process 
A novel low-temperature process combining surface and bulk micromachining techniques has been 
developed for the manufacture of integrated MEMS sensors. All the fabrication steps presented in 
Figure 2 are part of an above-IC process that is CMOS compatible. If needed, a monolithic approach 
with underlying CMOS may allow the fabrication of on-chip signal conditioning circuits, thus helping 
miniaturization and system integration even further. 
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Figure 2. Schematic of the Microelectromechanical Systems (MEMS)-based multisensor 
fabrication process. 
 
2.1. Bottom Metal Layer 
A 0.5 µm thick layer of Al-1%Si with a sheet resistance of approximately 65 mΩ/ is sputtered on 
a 0.9 µm thick layer of Plasma Enhanced Chemical Vapour Deposited (PECVD) silicon oxide and 
patterned to form the bottom layer of the MEMS structures. It forms temperature sensors, corrosion 
sensors and the active elements of the gas flow sensor, plus all contact bondpads, bottom electrodes 
and interconnects. In a CMOS-MEMS monolithic run, the first deposited metal layer may be the final 
metallization of the CMOS process. 
A 125 nm thick layer of PECVD silicon oxide is then deposited as a passivation layer [Figure 2(a)] 
to avoid undesired oxidation of the metal and protect underlying CMOS. Contact via holes are opened 
using a dry etch process where needed: over gas sensor anchors and bondpads to ensure electrical 
contact between bottom and top electrodes, over the bottom electrode of the humidity sensor, and over 
the corrosion sensors to remove protective coating against oxidation. 
2.2. Polyimide Layer 
A 3 µm thick polyimide layer (DuPont PI 2545) is then spin-coated over the wafer and cured 
according to the manufacturer’s instructions to act as a sacrificial layer for the gas thermal 
conductivity (TC) sensor and to form the moisture-sensitive active layer of the humidity sensor. A 
timed dry etch is then used to pattern the polyimide to form anchor openings for the thermal 
conductivity sensor beam and humidity sensor top electrode. 
2.3. Top Metal Layer 
The final metal level defines the patterned top electrode of the humidity sensor and the structural 
layer of the suspended gas thermal conductivity sensor, as depicted in [Figure 2(c)]. Prior to metal 
deposition, the polyimide and exposed metal contacts undergo a 25 min 1 kW RF etch in order to 
improve adhesion and electrical contacts. In this case, pure aluminium is used as a structural metal, 
although alternatives such as platinum and titanium may also be used.  
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2.4. Silicon Underetching 
A multilayer anisotropic etch through the polyimide/oxide/metal/oxide stack is then carried out. 
This patterned stack then acts as a hard mask for a subsequent isotropic etch of the bulk silicon [10], as 
presented in Figure 3. The vertical etch depth is approximately 160 µm. 
Figure 3. Transverse cross-section and Scanning Electron Microscope (SEM) detail of  
160 µm silicon underetch. 
 
2.5. Polyimide Removal 
The wafer is first diced before MEMS multisensor fabrication is finally completed by using a timed 
etch to selectively remove sacrificial polyimide. During wafer dicing, the polyimide layer also protects 
the suspended structures against possible damage. Figure 4 shows images of fabricated MEMS 
multisensor dies. 
Figure 4. SEM and microscopic images of two examples of MEMS multisensor dies with 
different layouts. 
 
3. Sensors Characterization and Test 
For the environmental humidity and temperature tests described in the following sections, the dies 
have been tested in a TAS HTCL225 climatic chamber [11]. Humidity and temperature inside the 
chamber are measured using calibrated commercial sensors. MEMS sensor resistance values have been 
measured using Keithley 2430 and Agilent 34411A multimeters, and capacitance measurements were 
read on an Agilent 4284A LCR meter with an AC bias of 50 mVrms at a frequency of 100 kHz. The 
substrates of the die were grounded to avoid parasitic charges, while the output data was both saved 
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and displayed using an Agilent VEE software program. The thermal conductivity sensor has been 
tested in a vacuum chamber where different gases have been introduced after an initial purge, and 
measurements have been taken using a Keithley 4200A semiconductor parameter analyzer. Finally, a 
custom-built gas flow chamber has been constructed to precisely control air flow velocity over the 
surface of the bare die. 
3.1. Humidity Sensor 
Capacitive relative humidity (RH) sensors consist of a moisture-sensitive dielectric material 
sandwiched between two metallic electrodes [11]. In order to allow moisture to ingress into the 
dielectric layer, the sensor is split into 23 “fingers”, each having a 40 µm wide and 1,150 µm long top 
electrode, Figure 5. Underneath each finger is a 20 µm wide bottom electrode which defines the 
common surface area of the capacitor. The sacrificial polyimide is selectively removed from field 
areas and from underneath the thermal conductivity sensor, but not from the active area of the 
humidity sensor, by undercutting the top electrode using isotropic etching in oxygen plasma,  
[Figure 2(e)]. The total area of the sensor is 1.2 mm × 1.2 mm, and the capacitance of the sensor has 
been simulated using the finite element modelling program Coventorware as 7.6 pF at 50%RH. 
Figure 5. Detail of relative humidity sensor. Each top-electrode finger measures  
1,150 µm × 40 µm and covers a 3 µm thick polyimide active layer deposited on top of the 
fingered bottom electrode. 
 
The dielectric constant of the polyimide layer determines the sensitivity of the structures to 
humidity variations and is easily measured using electrical capacitance measurements [8]. Generally, 
the relative dielectric constant r of polyimide is considered to vary in the same manner over similar 
relative humidity ranges because the water molecules are assumed to diffuse through the entire 
polyimide layer following a bulk phenomenon. According to [12], the variation of capacitance as a 
function of water ingress is: 
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where  is the polyimide-dependent fractional volume of water at a certain relative humidity level 
(expressed in %), water is the dielectric constant of water (=78), and dry is the dielectric constant of 
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polyimide in the dry state. The sensitivity of a humidity sensor expressed as a ratio of capacitive 
fluctuations C to relative humidity variations RH would then be given by: 
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The information available in the datasheet of the polyimide layer used in this structure (PI2545 
from HD Microsystems) gives r = 3.5 at 50%RH, γ= 1.2% at 35%RH and γ = 3.1% at 85%RH [13]. 
This suggests that sensor sensitivity varies over the full humidity range, and that three linear phases 
may be expected. A modified analytical model of the variation in dielectric constant as a function of 
relative humidity was then calculated. The fractional volume of water given in the datasheet was used 
to determine r in three different phases (0% < RH < 35%, 35% < RH < 50%, 50% < RH < 100%), and 
it was assumed that the dielectric constant is constant within these three phases. Finally, a relative 
permittivity of r = 5 at 50%RH has been experimentally determined, although a constant 3 µm 
thickness has been measured for the polyimide layer thickness. This larger-than-expected value may be 
explained by the use of plasma etch techniques that modified the capacity of penetration and adhesion 
of moisture inside the polymer material during fabrication [14]. The resulting 3-phase analytical model 
describing the performance of the sensors for a 3 µm thick polyimide layer sandwiched between metal 
plates closely matches experimental data (Figure 6). 
Figure 6. 3-phase analytical model and experimental performance of the humidity sensor 
(average data and dispersion for 5 humidity cycles). 
 
A maximum hysteresis of 10%RH can be measured when humidity is ramped up and down. No 
hysteresis was measured for humidity levels varying at a rate lower than 1%RH per minute. Although 
this should not affect future readings during normal deployment in the target application where 
humidity varies slowly, dynamic absorption and desorption rates have been carefully analyzed. 
Assuming that the sensor exhibits Fickian diffusion [15], and that the humidity at each side of the 
finger is constant and identical, the time-varying electrical capacitance of the sensor (Ct) when 
subjected to a sudden change in ambient humidity is given by:  
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where 2l is the lateral width of the film and D is the polyimide diffusion coefficient [16]. The 
experimentally measured diffusion coefficient of 0.9 × 10−12 m2/s is slightly lower than the datasheet 
value of 2.5 × 10−12 m2/s, Figure 7. This variation has already been reported for moisture desorption in 
polyimides that suffered the use of SF6 during O2 plasma etching [17], as is the case for our dielectric 
layer during the silicon underetching step [10]. 
Figure 7. Dynamic behaviour of the humidity sensor: desorption and absorption rates. 
 
 
The measured diffusion coefficient is significantly greater than the measured absorption coefficient. 
This type of discrepancy has also been observed in other polyimide-based humidity sensors and has 
previously been explained by the modification of polyimide morphology by plasma treatment [18].  
Finally, physical ageing of the sensor has also been investigated, as its hygroscopic nature may 
degrade with long-term exposure to humidity and variations in temperature [19]. Figure 8 shows a 
comparison between a virgin sensor [Figure 8(a)] and one structure aged at 85%RH and 50 °C for  
16 days [Figure 8(b)]. Both the dielectric constant and the dissipation factor are presented as a function 
of measurement frequency.  
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Figure 8. (a) Dielectric characteristics of a virgin humidity sensor; (b) Evidence of 
physical ageing of the humidity sensor. 
 
(a) 
 
(b) 
The uncertainties observed at low frequency are common in parallel-plate capacitance 
measurements and are caused by limited precision of the instrument [20]. However, the aged die 
shows a frequency relaxation at 1 kHz that may be caused by the presence of conductive ions that 
penetrated polyimide with moisture, and cause frequency-dependent dipole relaxation [20]. When 
characterized several months later, the aged structure did not appear to show any further deterioration. 
This ageing phenomenon is important to consider before integration on a multisensor module and the 
relaxation frequency will have to be avoided during sensor interrogation. 
3.2. Temperature Sensor 
The two temperature structures (TSa and TSb) integrated on the multisensor cell were fabricated 
from a 2 µm wide, 0.5 µm thick Al/1%Si line, drawn in a meander configuration to save space and 
passivated with a 125 nm oxide layer in order to avoid corrosion. The principles and preliminary 
performances of these temperature sensors have been detailed in [8].  
Figure 9 shows the performance of two sensors that differ only by their total length L,  
(L(TSa) = 143 mm and L(TSb) = 250 mm). Respective sensitivities of 20.84 /°C and 37.12 /°C are 
observed. A worst case of 0.3% hysteresis has been measured which is within the required precision of 
the sensor and does not require correction.  
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Figure 9. Temperature sensors performance.  
 
No discrepancies due to ageing have been observed for this sensor. 
3.3. Thermal Conductivity Sensor 
Thermal conductivity sensors operate by measuring variations in the thermal conductance of a 
structure in response to changes in the surrounding ambient, and may be configured for use in a range 
of sensing applications, such as infra-red cameras, flow velocity sensors, Pirani gauges and gas 
detection systems. This section demonstrates one such structure and illustrates its sensitivity to gas and 
pressure variations. The sensor consists of 100 µm to 150 µm long suspended aluminium beams of 
cross-sectional area 1 µm × 5 µm. Operating principles and preliminary performances were presented  
in [8]. Although the structures remained relatively flat above the substrate after release, a current-dependent 
bending of the structures due to Joule heating was observed, Figure 10. As the sensitivity of the 
structure depends on the beam-to-substrate gap, this effect causes a large reduction in sensitivity and 
eventually leads to thermomechanical failure of the beam. Low power is therefore an essential 
requirement for sensor operation. 
Figure10. Optically measured bending profile of a 150 µm long gas sensor structure. 
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For 100 µm long structures, measured values of thermal conductance were approximately 15 times 
larger than expected. This was due to the effects of mechanical stress that left the beams with a  
bowed-down shape. This thinner substrate-to-structure airgap had a minimum of approximately 0.1 µm 
and enhanced the subsequent sensitivity of the sensors. The behaviour of 100 µm long sensors has 
been examined in different gas environments with argon, helium and air. The evolution of thermal 
conductance G as a function of pressure is presented in Figure 11 and clearly demonstrates that the 
sensor is capable of measuring pressure in the 1–1,000 mbar range. The capability of the sensor to 
detect argon at atmospheric pressure has already been demonstrated in [8]. Helium has a thermal 
conductivity 5.84 times greater than that of air, making it a good other candidate for detection by our 
sensor [21]. However, a lower ∆GHe/∆Gair ratio of 4.54:1 is measured at atmospheric pressure. This 
reduction of approximately 22% may be explained by a lower thermal conductivity of helium than 
expected, as it is very much dependent on the ambient conditions [22]. Clearly, the device measures 
thermal conductance rather than absolute pressure or gas mixture, so this will limit application areas to 
those where variations in both gas composition and pressure cannot occur simultaneously, or where a 
change in ambient thermal conductivity may be indicative of a more significant issue.  
Figure 11. Illustration of the gas-sensitive nature of the thermal conductance of the structure. 
 
To simplify the determination of the thermal conductance G when the multisensor chip is integrated 
on a wireless module, it is possible to derive it from an electrical resistance (R) measurement when a 
constant voltage V is applied across the structure [23]. In this case, it is important to limit the input 
voltage to 0.5V to avoid high currents and physical damage to the structure.  
3.4. Gas Flow Velocity Sensor 
The gas flow velocity sensor consists of three similar metallic meander structures: one resistive 
heater in the centre with two temperature sensors located upstream and downstream [24]. They are 
15.15 mm long, 5 µm wide and 0.5 µm thick. As a result of the selective silicon underetching, they are 
suspended on 1 µm thick silicon dioxide beams and are separated from each other by 80 µm openings 
(Figure 3). This isolation of the structure results in excellent thermal performance [24]. According  
to [25], in the presence of an air flow at its surface and under a constant electrical input power Pin, the 
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temperature of the heater decreases and the flow-rate is detectable by measuring this temperature 
change ∆T0: 
BA
P
T in 0  
where A and B are dimensionless calibration constants dependent on the geometry of the structure, the 
sensor materials and the flow. Figure 12 shows the experimental evolution of the heater temperature as 
a function of the air flow at its surface for Pin = 30 mW (T = 86 °C). Temperature variations ∆T have 
been experimentally determined for different flow-rates of air from the measured electrical currents Iin 
flowing through the heater under constant input voltage Vin, the thermal coefficient of resistance (TCR) 
 of the structure material and the resistance R0 of the structure when Vin = Iin = 0: 
in
inin
IR
IRV
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0
0
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  
A relatively good correlation with the analytical model can be observed with A = −4.41 × 10−3 and 
B = 4.77 × 10−3 and a measured TCR of 0.00395 K−1. 
Figure 12. Air flow detection by temperature variation at heater location (Pin = 30 mW). 
 
In the presence of an air flow, the three-structure sensor allows the determination of flow velocity 
by heating the middle structure and measuring the temperature difference between the two temperature 
sensors located downstream (Tdown) and upstream (Tup). Due to the differential nature of the structure, 
the temperature evolution measured upwards and downwards is no longer proportional to υ1/2, but two 
equations defining the temperature profile on each side of the heater have been given in a complete 
analytical model [25]. Figure 13 gives the calculated temperature difference Tdown–Tup as a function of 
the flow velocity for varying power input. 
Results show that this sensor configuration is capable of flow velocity measurements even with low 
electrical input power. However, the overall sensitivity is not as high as expected and the sensor 
displays greatest sensitivity in the 2–3 litres per minute range. Extensive comparison between different 
models seems to indicate that this limitation can be optimized in future prototypes by the incorporation 
of a ducting channel in the design. 
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Figure 13. Determination of the flow direction and velocity with a three-structure sensor. 
 
3.5. Corrosion Sensor 
Because of selective removal of the passivation layer covering the bottom metal layer, it has been 
possible to fabricate early-warning corrosion sensors. Inversely biased leakage current detectors have 
been implemented to monitor the evolution of electrolytic migration between tracks in the presence of 
moisture, salts and other impurities that influence aluminium degradation [26]. The structures consist 
of interdigitated triple track comb patterns which suffer greater total leakage currents between their 
electrodes than single rungs (measured respectively in the µA and nA ranges) and enable direct 
resistance readings even under low voltage bias [24]. A 2 µm electrode spacing has been selected to 
optimise the corrosion rate between tracks; the tracks themselves are 2 µm wide. Figure 14 displays a 
typical response of an 800 µm long triple-track serpentine structure suffering a humidity ramp at 60 °C 
under a 3.3V bias. 
Figure 14. Corrosion rate of an 800 µm long triple track structure (3.3V bias). Inset: The 
same structure fully corroded after several days (optical microscope image). 
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4. Cross-Sensitivity 
When data are captured simultaneously from different sensors, strongly interdependent variables 
and cross-sensitivities can modify the sensor outputs. In order to ensure reliable sensor interpretation, 
we are proposing a few compensation techniques similar to that already presented in [24] for 
preliminary prototypes. This paper extends those techniques to cover the wider range of sensors 
presented here. 
4.1. Correction of Undesirable Temperature Influences 
Due to the temperature dependency of the electrical resistance of all metals, temperature changes 
will affect all onboard resistive sensors. Nevertheless, this can be easily compensated by using the 
temperature sensor as an absolute reference, and thus eliminating temperature-induced contributions 
from other resistive readings. On intelligent WSN modules, this can be achieved in real-time by  
user-defined signal processing or later, during data analysis.  
Although the diffusion coefficient of polyimide materials is a function of temperature [27], some 
affirm that temperature has no influence on the hysteresis response of polyimide humidity sensors [28]. 
In previous work, we offered a simple technique to isolate temperature contributions in our parallel 
plate humidity sensor readings [24]. 
For the humidity sensor, the equation of temperature-dependent average sensitivity S (in fF per 
%RH) has been calculated and expressed as a function of the measured temperature T by the following 
expression: 
891.13221.110089.71044.121081.6)( 223446   TTTTTS  
To simplify, it was decided to compensate the temperature influence on sensor sensitivity regardless 
of hysteresis. Experiment shows that this is a very acceptable approximation. 
4.2. Correction of Undesirable Humidity Influence 
In principle, ambient humidity may only affect non-passivated metal structures and in an 
irreversible manner. In this work, a significant influence of humidity on temperature sensor performance 
has been observed at low or medium humidity levels [24]. The correction procedure derived for 
temperature sensors may be extended to all resistive sensors on the same substrate. 
More interestingly, it seems that condensed moisture affects the electrical resistance of Al-1%Si 
tracks deposited on the substrate, even when passivated and regardless of their geometrical structure. 
The evolution of the electrical resistance of metal tracks of different lengths, widths and shapes has 
therefore been studied in a humid environment. It has been observed that SiO2 thickness plays an 
important role in moisture dependency. Figure 15 shows the humidity dependence of resistive sensors 
for various underlying oxide thicknesses. During this experiment, temperature was kept constant at  
80 °C to obtain condensed moisture in the chamber and humidity was ramped up and down from 
10%RH to 80%RH at a rate lower than 1%RH per minute. 
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Figure 15. Influence of condensed moisture on the resistance of metal lines for different 
underlying oxide thicknesses. 
 
 
The electrical resistance of all resistive metal structures sitting on top of a thin SiO2 oxide varies 
reversibly with humidity and a maximal resistance change of 4% is measured for thinner oxides (this, 
for example, may be misinterpreted as ∆T = 9 °C).  
Leakage currents have been measured between the bottom metal layer and the Si substrate in the 
presence of condensed moisture: in the case of a 1 µm thick SiO2 layer leakage currents reached 
approximately 30 nA. However, for oxide layers thicker than 1.5 µm, the effect is inversed as moisture 
cools the metal [28]. Finally, moisture affects thermally isolated gas and gas flow sensors in a very 
limited manner. In this case, the phenomenon may be explained by water sorption modifying thermal 
exchange between the metal structure and ambient air at higher humidity content, especially in the 
presence of condensation [29]. 
The explanation of the present effect may be that reversible water adsorption inside such a dielectric 
swells the SiO2 [30,31]. It has also been demonstrated that increasing the thickness of PECVD oxide 
layers similar to those used in our fabrication process enhances the resistance against moisture  
ingress [32]. However, even though the oxide layer is relatively conductive when it adsorbs moisture, 
this does not justify the resistance increase, as the formation of a parallel resistance in the dielectric 
would decrease the measured value. A possible explanation is that negative charges or ions penetrate 
the relatively large areas of the silicon substrate in contact with moisture and are physically absorbed 
inside the metal lines through the underlying oxide when permeable. These may impede the mobility 
of conductive charges inside the metal, thus increasing the overall resistance. It has been observed that 
the application of a constant 20V positive bias between the silicon substrate and the metal line through 
a 1 m thick oxide layer cancels the influence of condensed moisture on electrical resistance, probably 
by attracting negative charges away from the metal line (Figure 16). The resistance change has been 
calculated with reference to the resistance value in dry air R0. 
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Figure 16. Reduction of the impact of condensed moisture with time, after the application 
of a 20 V bias between silicon substrate and metal line. 
 
In our final design, passive resistors fabricated on the final MEMS multisensor die are deposited on 
a 0.9 µm-thick oxide, so that their resistance increase due to moisture is limited to values less than 2% 
greater than what is expected when monitoring to temperature changes only. 
4.3. Correction of Undesirable Pressure Influence 
Experimental results presented in Figure 17 show that pressure changes up to 1 bar have a 
negligible influence on all resistive sensors except for the thermal conductivity sensor as expected. The 
humidity sensor output variation of approximately 3.4% is due to removal of moisture-laden air from 
the pressure chamber and is reversible. 
Figure 17. Influence of pressure on multisensor die. 
 
The influence of ambient pressure can therefore be disregarded in cross-sensitivity compensation. 
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4.4. Correction of Undesirable Gas Flow Influence 
Because the final aim of this project is to integrate the multisensor die into a larger system that may 
be located in open air, the influence of the presence of a gas flow needs to be investigated and 
compensated. A custom-built gas flow chamber was used to characterise all sensors located on the die 
in the presence of a gas flow (air) on the surface. It appears that the influence of gas flow on sensor 
readings can be neglected (Figure 18). In order to avoid any measurement discrepancy caused by the 
difference between the composition of the ambient and blown air, the chamber has been initially filled 
with dry air only. 
Figure 18. Influence of dry air flow on the surface of the MEMS multisensor die. 
 
 
Due to the setup used to measure the resistance of the thermal conductivity sensor, a constant  
100 mA current is flowing through it, increasing its temperature. The decrease in its resistance is then 
due to heat loss caused by forced convection, similar to that of the heater of the gas flow sensor. There 
is very good agreement between temperature changes resulting from experimental resistance variations 
and the hot-wire model given for the gas flow sensor constructed from [23] with: A = −0.54 and  
B = 0.905. 
5. Wireless Multisensor Platform 
5.1. Multi-MEMS Data-Logging Unit 
To meet the miniaturization requirements of a WSN system for monitoring the environmental 
conditions in the envisaged scenario (asset tracking), two multisensor chips with eight different MEMS 
sensors have been integrated on the highly modular programmable Tyndall25 mote, where the “plug 
and play” stackable layers include communications capability and power conditioning. No CMOS 
circuitry has been integrated on this prototype sensor chip, although we have previously used similar 
processing to successfully fabricate CMOS-integrated MEMS devices and the CMOS compatibility of 
the process has been verified [33,34]. Instead on-board data processing available on the mote has  
been used. A serial memory layer has also been incorporated to complete the multi-functional 
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environmental monitoring unit with data mining capabilities, compression, and storage for further 
transmission [8]. Sensor-specific signal conditioning circuitry has been designed to be interfaced with 
existing modules. User-defined onboard programming allows application-specific data sampling, 
treatment and cross-correlation compensation.  
Figure 19. Topmost component of the Tyndall25 mote with two MEMS multisensor  
bare die. 
 
Under a 4V supply, the module has been successfully tested for simultaneous collection, recording, 
RF transmission and reading of sensor data. This continuous process required a total power consumption 
of 49 mW. By decreasing data sampling rate, it is possible to further lower power consumption. 
6. Conclusions 
The novel CMOS-compatible MEMS process detailed in this paper has been used to integrate five 
different types of environmental sensors on a silicon substrate. To date, humidity, temperature, 
corrosion, gas thermal conductivity and gas flow sensors have been fabricated, although other sensor 
types compatible with our process are also feasible.  
Characterization of sensor operation and cross-sensitivity has been carried out, and physical ageing 
of humidity sensors has also been investigated. It is believed that variations in measured parameters 
such as metal resistivity and polyimide diffusion coefficients may be due to the plasma etch steps used 
in the fabrication process.  
Finally, this MEMS multisensor die has been integrated on board a miniaturized wireless sensor 
platform for environmental monitoring. This low-power WSN module incorporates both sensing 
redundancy and error compensation without increasing the need for real-estate onboard. Both real-time 
external communication data collection in a serial memory are available depending on the  
deployment scenario. 
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